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12" CMU - 2-HR RATED WALL PER UL #U906
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12" CMU - RATED WALL

1

PLYMOVENT
CONTROL
PANEL

STAINLESS STEEL
SPIRAL PIPE (TYP)

12" THRU
ROOF

7.5 HP 208V 3PH
PLYMOVENT MOTOR
MOUNT ON MEZZANINE
FLOOR

PLYMOVENT DRIVE-THRU STRAIGHT
RAILS WITH ONE DROP PER RAIL (TYP.3)

4-INCH HOSE DROP WITH
6.25-INCH PNEUMATIC GRABBER
(TYP. 3)

8-INCH DAMPER AT
EACH DUCT TAP (TYP.)

8-INCH DAMPER AT
EACH DUCT TAP (TYP.)

10"

10"

8"8"

8" 8"

5HP 60 GALLON AIR COMPRESSOR
MOUNT ON MEZZANINE

WALL TYPES

R1 - RESIDENTIAL

5,756 SF

S2 - APPARATUS

6,328 SF

B - BUSINESS

1,421 SF

S1 - STORAGE MEZZANINE

1,138 SF

AREA PLAN

PLYMOVENT
CONTROL
PANEL

STAINLESS STEEL
SPIRAL PIPE (TYP)

12" THRU
ROOF

7.5 HP 208V 3PH
PLYMOVENT MOTOR
MOUNT ON MEZZANINE
FLOOR

PLYMOVENT DRIVE-THRU STRAIGHT
RAILS WITH ONE DROP PER RAIL (TYP.3)

4-INCH HOSE DROP WITH
6.25-INCH PNEUMATIC GRABBER
(TYP. 3)

8-INCH DAMPER AT
EACH DUCT TAP (TYP.)

8-INCH DAMPER AT
EACH DUCT TAP (TYP.)

10"

10"

8"8"

8" 8"

5HP 60 GALLON AIR COMPRESSOR
MOUNT ON MEZZANINE

VEHICLE EXHAUST SYSTEM PER ALLOWANCE









ICC   – International Code Council 
NAAMM  – National Association of Architectural Metal Manufacturers 
NCDOT – North Carolina Department of Transportation 
NCMA  – National Concrete Masonry Association 
NFPA   – National Fire Protection Association 
PCI   – Precast Pre-Stressed Concrete Institute 
PTI   – Post-Tensioning Institute 
RMI   – Rack Manufacturers Institute 
SDI   – Steel Deck Institute 
SJI   – Steel Joist Institute 
SPRI   – Single-Ply Roofing Institute 
TIA   – Telecommunications Industry Association 
TMS   – The Masonry Society 
TPI   – Truss Plate Institute 
UL   – Underwriters Laboratories, Inc. 
WDMA  – Window and Door Manufacturers Association 

             WRI   – Wire Reinforcement Institute 
 

8. All sub-contractors are required to have at least one English speaking employee in a lead 
position when working on site. 

 




